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DURA-WARE INSTALLATION INSTRUCTIONS

REFERENCE DRAWINGS
INSTALLATION
AIR-CONTROL VALVE ‘ 9905-001-003
PARTS
VALVE BODY 9955-006-003
STOP 9956-040-003
SERVOMOTOR 9955-001-002
FIXTURE TRIM 9957-026-001

MOUNTING HARDWARE
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INSTALLATION INSTRUCTIONS
A~ SEE DWG #3905-001-003 FOR VALVE INSTALLATION. ~ D— MAKE—UP WASTE CONNECTION (3). OPTIONAL —TPT

ROUGH—IN FOR 1/2" NPT (1) SUPPLY CONNECTION. TUBULAR P—TRAP HAS 1-1/2" U.D. COMPRESSION

B— INSTALL MOUNTING BRACKET. SEE DETAIL "A”. CONNECTION.

m
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C— INSTALL WALL ANCHORS @ (BY OTHERS) & ATTACH ROUGH—IN PLUMBING AND FLUSH SUPPLY LINES.

FIXTURE. BUBBLER OUTLET IS RECOMMENDED AT 36"

ABOVE FINISHED FLOOR.
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